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SECTION SF 30 BLOCK 14 CONTINUATION PAGE
SUMMARY OF CHANGES

(End of Summary of Changes)

The following items are applicable to this modification:

SECTION C - DESCRIPTIONS AND SPECIFICATIONS
PAGE 2
THE SOLICITATION N00174-06-R-0061 IS AMENDED AS FOLLOWS:

1) What reflectivity levels is the Department expecting below 18 GHz? As stated in the SOW, -47 dB up to 18
GHZ-work in conjunction with EDS’ question #3.

2) ETS-Lindgren is limited to testing at 40GHz and below (equipment rather than chamber limitations). What
exact frequency does the Department plan to test between 75 to 110 GHz? This frequency is Classified. 1 will get
with Security to see just how much of a Freq. Band | can whittle 75-110 down to something more workable.

3) The Department has specified both reflectivity as well as absorber requirements. In order to meet the specified
performance requirements, ETS-Lindgren may need to change the absorber. The alternative is to change the
performance in order to meet the absorber requirements. Which, if either, does the Department prefer? We would
prefer keeping performance and changing the absorber rather than the oppsite-we would also like ETS to try
to keep as keep as close to the design as possible.

4) The Scope of Work calls out the size and quantities of the Air vents (Two (2) 12"x 12" and one (1) 18" x 18").
Special ventilated absorber shall be used to cover vent (obviously). To be placed based at the discretion of
ETS.

- Will the Department be responsible for the HVAC portion of this Chamber? Yes

- The State of Work also states that the HVAC should be thermally controlled. Will the Department be supplying
the controls? Yes

5) The Scope of Work calls for 2' X 2' surface mount fluorescent light fixtures mounted to the ceiling.
- Fluorescent lights create RF noise that can interfere with testing. This will be a concern when writing our
performance guarantee. Will the Department accept metal halide lights instead?Yes

- Please clarify how the Department envisions these lights being mounted SEE BELOW, as there will already be
absorber material mounted to the ceiling. Is Hi-Hat lighting desired? Yes

6) Does the Department have a conceptual drawing of the facility or can the Department provide a description of
how they anticipate the shielding, hoist, absorber and door to operate within the chamber? See Below

7) Can the Department provide an electrical schematic or description, showing what services are required? See
Below

8) Can the Department provide a list of approved Vendors? No
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Light Fixtures are shown in the desired
locations. However, locations shall
take a lower priority to Structural and
RF requirements.

Doors are also shown in their desired
locations. However, locations shall
take a lower priority to Structural and
RF requirements.
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